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CONSULT WITH REGULATORY AGENCY TO

VERIFY IF GROUT IS REQUIRED.

GRANULAR BEDDING

4000 P.S.I. CONCRETE CRADLE TO FIRST

PIPE JOINT

MASONRY PLUG

4" GROUTING PIPE

STEEL ENCASEMENT PIPE

GROUT

4000 P.S.I. CONCRETE CRADLE TO FIRST

PIPE JOINT

GRANULAR BEDDING

VENT PIPE

MASONRY PLUG

GROUT

WELD ALL ENCASEMENT PIPE JOINTS.

NOTE:

CASCAD STAINLESS STEEL SPACERS OR

EQ.

6'-0" MAX. C/C.

ALLOW 1" MAX. CLEARANCE BETWEEN

SPACERS & CASING PIPE

STEEL CASING PIPE

BORING DETAIL
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